Date: January 6, 2020

To: Plan Holders
Company: Contractors

Number of Pages: 4 (Including Cover)

From: Anika Ture - Contract Administration
Telephone No. 918-596-9637
Fax No. 918-699-3470
Email – ature@cityoftulsa.org

RE: PROJECT NO. TMUA-W 10-44, C3 2-INCH WATER LINE REPLACEMENT

ADDENDUM NO. 1

Please fax or email a signed cover sheet 918-699-3470 to or ature@cityoftulsa.org as acknowledgement of receipt.

Thank you,

Signature Company Date
ADDENDUM NO. 1
TO
PROJECT NO.
TMUA-W 10-44, C3 2-INC \N WATER LINE REPLACEMENT

This Addendum No. 1 consisting of (3) items, submitted by Keithline Engineering Group, is hereby made a part of the Contract Documents to the same extent as though it were originally included therein, and shall supersede anything contained in the Plans and Specifications with which it might conflict. This entire Addendum shall be attached to the Index Sheet of the Contract Documents, recorded on P-5 of the proposal, and submitted with bid. Failure to do so shall result in the bid being deemed non-responsive.

This Addendum No. 1 consists of the following:

1. The attached documents list the detail items that have been modified in Addendum No. 1. These documents shall be inclusive and apply to this project.

All other provisions of the Plans and Specifications shall remain in full force and effect.

CITY OF TULSA

[Signature]
Paul D. Zachary, P.E.
City Engineer

[Signature]
HAS/AT/\ji
2-IN WATERLINE REPLACEMENTS
PROJECT NO. TMUA-W 10-44 C3

ADDENDUM NO. 1, dated January 6, 2020

This Addendum No. 1, consisting of three (3) items, is hereby made a part of the Contract documents to the same extent as though it were originally included therein and shall supersed any anything contained in the Plans and Specifications with which it might conflict. This addendum shall be attached to the Index Sheet of the Contract Documents and submitted with the bid. Failure to do so shall result in the bid being deemed non-responsive.

CHANGES:

1) Bid Opening date changed from January 10, 2020 at 9:00am to January 24, 2020 at 9:00am.

ADDITIONS:

2) BID ITEM 42: Pressure Testing and Chlorination of water mains shall not be performed until the city inspector has received required construction As-Built Records.

3) BID ITEM 43, 55, 68: Marker balls shall be installed above all fittings, blind flanges, service taps, and every 100 feet if the distance between fittings is greater than 100 feet. Cost of marker balls shall be included in unit price bid for pipe. Markers shall be Vivax water marker balls or equal that work with the Vivax VLOC3 Pro receiver and LOC3-10TX Transmitter. Locator Ball specification attached.
1. Marker balls shall be installed above all fittings, blind flanges, service taps and every 100 feet if the distance between fittings is greater than 100 feet. Cost of marker balls shall be included in unit price bid for PVC and HDPE pipe. Markers shall be Vivax Water Marker Balls or equal that work with the Vivax VLOC3-Pro Receiver and LOC3-10TX Transmitter.