NOTE:
1. BACKFILL AND/OR CONCRETE THRUST BLOCKING SHALL BE OF ADEQUATE SIZE TO PREVENT LINE MOVEMENT DURING PRESSURE TESTING.
2. LOCATION OF 4" GATE OR BALL VALVE TO BE AS SHOWN IN DETAIL.
3. PIPE MATERIAL SHALL BE EITHER PVC C900, DIP CLASS 51, GALVANIZED - 200 PSI MIN.
4. 90 DEG BEND SHALL MATCH PIPE MATERIAL.
5. PLUG SHALL MATCH PIPE MATERIAL.

TULSA STANDARD THREADS - PUMPER NOZZLE